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Fire Prevention Bureau

Office of the Fire Marshal

AMMENDMENTS TO BUILDING OWNER’S RESPONSIBILITIES FOR FIRE SAFETY EQUIPMENT DOCUMENT
Following are ammendments to the document:

Under “Weekly”, box (6) should read INSPECT, TEST and MAINTAIN as per Table 2 of CAN/CSA-C282-05 Emergency Electrical Power Supply for Buildings.

Under “Monthly”, insert a new box (5) with the following:  Emergency Generator System – INSPECT, TEST and MAINTAIN as per Table 3 of CAN/CSA-C282-05.  All of the remaining boxes will be renumbered.

Under “Every Six Months”, box (5) should read Emergency Generator System – INSPECT, TEST and MAINTAIN as per Table 4 of CAN/CSA-C282-05.
Under “Annually”, box (15) should read Emergency Generator System – INSPECT, TEST and MAINTAIN as per Table 5 of CAN/CSA-282-05.

Under “Every Two Years”, box (3) is deleted and the remaining boxes will be renumbered.

Under “Every Three Years”, box (2) is deleted.

Under “Every Five Years”, box (10) should read Emergency Generator System – INSPECT, TEST and MAINTAIN as per Table 6 of CAN/CSA-C282-05.

The most recent version of this document is available on the City of Calgary website, click:  City Hall; Business Units; Calgary Fire Department; Quick Links.
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